
IEC309 to 3 x C-19 Connector Cable 
Installation

PDX516IEC309-3C19

PDX520IEC309L-3C19

Note: The National Electrical Code (NFPA 70) and the Canadian Electrical Code (CSA 
C22.1) prohibit the installation of the cable in Cable Trays. Connected cables are 
permitted to rest on top of the racks as long as they are not in the Cable Trays. Installation 
should comply with local standards and regulatory compliance.
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